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#1.0

THIS MANHOLE IS NOT
LOCATED ON GOVERNMENT

PROPERTY

XFMR # 79V1264
225 KVA
SERVES: B-79, 100

XFMR # 79V1259
112.5 KVA
SERVES: B-120, 135, 102

XFMR # 79V1256
75 KVA

SERVES: B-47, 42

XFMR # 79V1272
500 KVA
SERVES: B-13, 51, 52, 53,
54, 41, 49, T-504, 516

XFMR # 79V1261
50 KVA
SERVES: B-50

XFMR # 79V1258
112.5 KVA
SERVES: B-11

XFMR # 79V1257
75 KVA
SERVES: B-55, 75

XFMR # 79V1267
300 KVA
SERVES: B-9, 8, 10

XFMR # 79V1265
225 KVA
SERVES: B-7, 18

XFMR # 79V1262
150 KVA

SERVES: B-60

XFMR # 79V1271
500 KVA

SERVES: B-122

XFMR # 79V1263
225 KVA
SERVES: B-25, 24, 62,
118, 150

XFMR # 79V1273
500 KVA

SERVES: B-158, 19
20, 21, 121

XFMR # 79V1274
50 KVA

SERVES: B-149, 35, 36
37, 38, 94, 95, 96

XFMR # 79V1275
50 KVA

SERVES: B-128,
32,33, 34, 91, 93

AEP POLE # GR51-328
POLE MOUNTED XFMR.
15 KVA
SERVES: B-(1301), (1302),
(3003)

#05

PREFERRED SERVICE FEEDER
TO AEP RISER POLE # GR-50-295

ALTERNATE SERVICE FEEDER
TO AEP RISER POLE # GR-50-354

SWITCH "G"

SWITCH "C"

SWITCH "B"

SWITCH "N"

SWITCH "H"

XFMR # 79V1266
225 KVA

SERVES: B-5, 1, 3, 4, 6
LS

LS

XFMR # 79V1277
100 KVA

SERVES: B-157, 26, 27, 28
29, 30, 31, 105

XFMR # 79V1276
75 KVA

SERVES: B-65, 114

SWITCH 'I'

LS

#20
#21

#22

SUBSTATION
METER # 34 641 700

LS
LS

#47

#49

#48
#23*

LS

LS

LS

SWITCH "J"

XFMR # 79V1255
1000 KVA

SERVES: B-138, 12

XFMR # 79V1260
500 KVA

SERVES: B-138-RADIOLOGY
EQUIPMENT ONLY

TO AND FROM

MANHOLE #45

SWITCH "M"

XFMR # XXX
225 KVA

SERVES: B-2

SWITCH "P"

XFMR # TX5
750 KVA

SERVES: B-16, 17,
15, 124, 127

XFMR # 79V1268
300 KVA
SERVES: B-145, 76,
119, 165

METER
# 23 052 605

#40

#41

#50

#43
#44

AEP POLE # GR50 D3 33
POLE MOUNTED XFMR

15 KVA
SERVES: B-170

XFMR # TX3 & TX4
1000 KVA (ea.)

SERVES: B-174

SWITCH "Q"

XFMR # TX1, TX2,
TX6, & TX7

1000 KVA (ea.)
SERVES: B-175, 172

SWITCH "R"

SWITCH "S"

METER
 # 43 782 945

METER
# 86 204 974

SWITCH "U"

XFMR # XXX
750 KVA

SERVES: B-185
LS

TO AND FROM

MH # 45

XFMR # TX8
1000 KVA

SERVES: B-174

(1)  TRANSFORMER TX3 & TX8
RELOCATED; LOOP SWITCH "T"
MODIFIED.  SEE NOTE BELOW.

Switch "E"

SWITCH "T"

TO AND FROM

MH # 48

TO AND FROM

MH # 48

#18

#16
#15

#14

#13

#12

#11

#42

PRIMARY LOOP SYMBOLS

: DISTRIBUTION TRANSFORMER

LS : LOOP SWITCH

: MANHOLE, W/IDENTIFICATION ##XX

:  POLE MOUNTED TRANSFORMER

: PRIMARY DISTRIBUTION LOOP TO 
 ALL OTHER BUILDINGS ON STATION.

PRIMARY DISTRIBUTION LOOP TO  BUILDINGS;

174,172, 127, 124, 17, 16, 155.

PRIMARY FEED FROM ALL LOOP
SWITCHES TO TANSFORMERS

SWITCH "O"

NOTES:
1.  TRANSFORMERS TX3 AND TX8 ARE RELOCATED TO A MEZZANINE ABOVE THE AREAWAY DRIVE
ON THE WEST SIDE OF B-174.  LOOP SWITCH 'T" IS RAISED UP AND PRIMARY SERVICE BETWEEN
LOOP SWITCH 'T" AND TRANSFORMERS ARE IN CONDUIT ABOVE GRADE.  TRANSFORMER TX3 IS
NOW SERVED OUT OF LOOP SWITCH "T".  PROJECT 610-04-113, RELOCATE TRANSFORMERS,
B-174.

SWITCH "D"

METER
# 23 052 618

#08

#2.0

SWITCH "A"

#19

#10

#27

#28

#29

#45

#46

#26

#3.0

#01

METER
# 23 052 703

#03
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SCALE

"220V"  PEDESTAL for Contractor hook-up
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VA NIHCS, Marion, IN

VA Northern Indiana Health Care
System, Marion
1700 E 38th Street
Marion, IN 46953

Primary Electrical Distribution Loop

7 11

VA NIHCS, Marion Campus
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